
HARQUAHALA FRS
Gage Elevation Volume Discharge Discharge Discharge Discharge

Height
(feet NAVD 
88)

(acre-feet) (cfs) (cfs) (cfs) (cfs)

(feet)
controlled 
outlet

uncontrolle
d outlet

spillway combined

0.0 1,374.86 0 0 0 0 0
5.0 1,379.86 1 18 0 0 18

10.0 1,384.86 6 26 0 0 26
14.5 1,389.36 37 32 0 0 32
20.0 1,394.86 300 35 311 0 346
25.0 1,399.86 1,267 35 327 0 362
30.0 1,404.86 3,516 35 344 0 379
35.0 1,409.86 7,871 35 360 0 390
35.7 1,410.56 8,689 35 362 0 397
38.0 1,412.86 11,714 35 368 1,617 2,020
40.0 1,414.86 14,793 35 371 3,737 4,140
45.0 1,419.86 24,271 35 378 12,300 12,700
46.5 1,421.36 27,615 35 387 15,400 15,800
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